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BITUTHENE ® DECK TO WALL TIE-IN
HORIZONTAL TRANSITION

SILCOR ® PMMA HG SYSTEM

CONCRETE WALL

CONCRETE DECK

ADCOR ® WATERSTOP

BITUTHENE ® LIQUID MEMBRANE TERMINATION

SILCOR ® PMMA CONCRETE SEALER

8" BITUTHENE ® LIQUID MEMBRANE (80 MIL MIN AT LAP)

6 IN

SILCOR ® PMMA HG

SILCOR ® PMMA HG REINFORCEMENT FABRIC

BITUTHENE ® STRIP
AT OUTSIDE CORNER-
2 LAYERS
(12 IN STRIP CENTERED.
TERMINATE EDGES WITH LM)

BITUTHENE ®
MEMBRANE

HYDRODUCT ® 220

HYDRODUCT ® 660
(OPTIONAL)

CONCRETE WALL

BITUTHENE ® STRIP
(9 IN STRIP CENTERED AT
CONSTRUCTION JOINT)

NOTE:      PMMA SURFACE MUST BE ABRADED AND ACETONE WIPED CLEAN PRIOR TO BITUTHENE INSTALLATION
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